
shafqat_no1@hotmail.com 1 of 2

LIGHTNING RISK ASSESSMENT CALCULATIONS

Building / Installation : KTC Tower

Building ID No. KTC, Mall Road

LIGHTNING DENSITY Ng= 8

STRUCTURE
Length L(m) L= 12

Width W(m) W= 15

Height H(m) Hi= 10

Chimney/Tower height (m) T= 2

DANGER FOR PEOPLE h= No particular danger

OCCUPATION OF THE STRUCTURE Lf1= Structure normally occupied

LIGHTNING CONDUCTOR Pd= Protection Level IV

Electrical Line Ai= Underground

RELATIVE LOCATION OF THE STRUCTURE Cd= Structure surrounded by higher objects or trees

FIRE RISK rf= Low

SERVICE Lf2= Gas, water

SURGE ARRESTOR Pi= None

RESULTS OF THE RISK ASSESSMENT

Risk of human loss R1= ACCEPTABLE

Risk of loss of service R2= ACCEPTABLE

Risk of loss of cultural heritage R3= ACCEPTABLE

Notes:
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